**GENERAL NOTES:**

1. PROJECTS SUBMITTED TO DSA ON OR AFTER 11/12/97 ARE UNDERLINED WITH PROJECT CLOSEOUT DATES AND LETTERTYPE INDICATED.

**NOTES:**

1. ACCESSIBLE PATH OF TRAVEL AS INDICATED ON PLAN IS A BARRIER-FREE ACCESS ROUTE WITHOUT ANY ABRUPT LEVEL CHANGES EXCEEDING 1/2" IF BEVELED AT 1:2 MAX SLOPE, OR VERTICAL LEVEL CHANGES NOT EXCEEDING 1/4" MAX, AND AT LEAST 48" IN WIDTH. SURFACE IS STABLE, FIRM, AND SLIP RESISTANT. CROSS SLOPE DOES NOT EXCEED 2% AND SLOPE IN THE DIRECTION OF TRAVEL IS LESS THAN 5%, UNLESS OTHERWISE INDICATED. ACCESSIBLE PATH OF TRAVEL SHALL BE MAINTAINED FREE OF OVERHANGING OBSTRUCTIONS TO 80" MINIMUM, AND PROTRUDING OBJECTS GREATER THAN 4" PROJECTION FROM WALL AND ABOVE 27" AND LESS THAN 80". ARCHITECT SHALL VERIFY THAT THERE ARE NO BARRIERS IN THE PATH OF TRAVEL.

**LEGEND:**
- **N** FIRE DEPARTMENT ACCESS
- **E** ACCESSIBLE PATH OF TRAVEL, SEE NOTE 1
- **FH** (N) OR (E) FIRE HYDRANT  (N) OR (E) FIRE DEPT CONNECTION
- **HP** (N) OR (E) POST INDICATOR VALVE
- **FH** BUS STOP
1. Light fixture in this area has been temporarily removed due to construction.
2. Existing light fixture - use for site lighting is located in Building A, Room 111.

### EXISTING SITE LIGHT FIXTURE SCHEDULE - MERRITT COLLEGE

<table>
<thead>
<tr>
<th>LED</th>
<th># LAMPS</th>
<th># PIECES</th>
<th># PANELS</th>
<th># INSTALLATIONS</th>
<th>DESCRIPTION</th>
</tr>
</thead>
<tbody>
<tr>
<td>3</td>
<td>16</td>
<td>3</td>
<td>4</td>
<td>6</td>
<td></td>
</tr>
<tr>
<td>4</td>
<td>16</td>
<td>3</td>
<td>4</td>
<td>6</td>
<td></td>
</tr>
<tr>
<td>5</td>
<td>16</td>
<td>3</td>
<td>4</td>
<td>6</td>
<td></td>
</tr>
<tr>
<td>6</td>
<td>16</td>
<td>3</td>
<td>4</td>
<td>6</td>
<td></td>
</tr>
</tbody>
</table>

### GENERAL SHEET NOTES

- Use as a reference layout insurance.
- Existing fixtures - wipe & use for site lighting is located in Buildings A, Room 111.

### SYMBOL COUNT

- (RR) F3A 3
- (R) F3A 6
- (E) F5 10
- C1-1 3
- C1-3 6
- C1-5 10
- CQ1-35 3
- CQ1-37 6
- C1-13 10
- C1-2 3
- C1-5 6
- (E) F3B 10
- (RR) F3B 3
- (R) F3B 6
- (RR) F3A 10

### NUMBERED SHEET NOTES

- SITE LIGHTING DEMOLITION PLAN
- CONSULTING ENGINEERS
  - 1125 HIGH STREET
  - AUBURN, CA 95603
  - (530) 886-8556

- MERRITT COLLEGE - CENTER FOR SCIENCE AND ALLIED HEALTH
- Peralta Community College
- Dist. No. 01-113309
- Consulting Engineers
  - 1125 HIGH STREET
  - AUBURN, CA 95603
  - (530) 886-8556
EXISTING SITE LIGHT FIXTURE SCHEDULE - MERRITT COLLEGE

<table>
<thead>
<tr>
<th>SYMBOL</th>
<th>MODEL</th>
<th>INPUT</th>
<th>WATTAGE</th>
<th>LOCATION</th>
<th>DESCRIPTION</th>
</tr>
</thead>
<tbody>
<tr>
<td>A</td>
<td>E26</td>
<td>120</td>
<td>15</td>
<td></td>
<td></td>
</tr>
<tr>
<td>B</td>
<td>E26</td>
<td>120</td>
<td>15</td>
<td></td>
<td></td>
</tr>
<tr>
<td>C</td>
<td>E26</td>
<td>120</td>
<td>15</td>
<td></td>
<td></td>
</tr>
<tr>
<td>D</td>
<td>E26</td>
<td>120</td>
<td>15</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

GENERAL SHEET NOTES

1. All existing electrical circuits are needed to have equipment of new building and other circuit continuity to be maintained.

2. Notes to details E6.0.1 and E6.0.1 for installation of existing poles on a new pole base.

NUMBERED SHEET NOTES

SITE LIGHTING PLAN

1.RE-INSTALL FIXTURE. COORDINATE WITH OWNER.

MERRITT COLLEGE - CENTER FOR SCIENCE AND ALLIED HEALTH

PERALTA COMMUNITY COLLEGE

SITE LIGHTING PLAN

E1.0.1